HYDRANT \

FACE OF CURB
BREAKAWAY CONNECTION

CAST IRON VALVE BOX WITH
/"WATER" CAST IN COVER

PAVEMENT

GRADE

FH WEEP HOLES &

BOOT TO BE WRAPPED
IN_PLASTIC & BACKFILLED
WITH 2B STONE

6" GATE VALVE CONCRETE THRUST BLOCK
/ MATERIAL (TYP.)

2 *SEE THRUST BLOCK DETAIL
.@‘ TO BEAR AGAINST UNDISTURBED

/
70"
THRUST BLOCK

\ANCHOR TEE BOLTED TO VALVE
*SEE THRUST BLOCK DETAIL

3/4" THREADED RODS OR MEGA LUGS
CAN BE USED IN CONJUNCTION WITH BLOCKING

FIRE HYDRANT CONNECTION/LOCATION DETAIL

a REMOTE BOX
GRASS PLOT-

SIDEWALK: |Z
CURB 18" GROUND LEVEL-
\;\ ] \ \

o]

L R
CURB BOX
(LOCATED AT BACK
/EDGE OF S\DEWALK) 427
46"
TAP INTO to
DISTRIBUTION MAIN 48"
WATER METER
C
y © fELECTRC / /OUTLH VALVE
=
]

SERVICE PIPE~"
~ N\-GROUND
\_ DISTRIBUTION ™ CONC. BLOCK OR STRAP
MAIN ON SITE ROCK/STONE FOUNDATION
OR Foowc\
CINORTH PENN WATER AUTHORITY'S (NPWA) RESPONSIBILITY \BASEMENT oF
B PROPERTY OWNERS AND DEVELOPERS RESPONSIBILITY CUSTOMER'S

*SEE NPWA DETAILED SPECIFICATIONS FOR METER INSTALLATION

DOMESTIC SERVICE CONNECTION/LOCATION DETAIL




